NOTES

1. CONTRACTOR SHALL PROVIDE ALL CONDUITS. WIRING,
AND TERMINATIONS FROM FAA PROVIDED TELEPHONE
LINES IN THE EQUIPMENT ROOM TO THE FACP. SEE
SPECIFICATIONS FOR DETAILS.

2. CONTRACTOR TO PROVIDE LAMINATED INSTRUCTIONS
AND SEQUENCE OF OPERATION FOR THE FIRE ALARM
SYSTEM AND STAIR PRESSURIZATION FAN ON
8-1/2"X11" SHEETS. LOCATE INSIDE FACP.
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